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SECTION 16725 SECTION 16725 SECTION 16725 SECTION 16725 ---- NURSE CALL NURSE CALL NURSE CALL NURSE CALL    

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and 
Supplementary Conditions and Division 1 Specification Sections, apply to this 
Section. 

1.2 SUMMARY 

A. This Section provides conduit and back boxes for audiovisual equipment using 
voice communications and microprocessor control. 

PART 2 - PRODUCTS 

2.1 EQUIPMENT DESCRIPTIONS 

A. Master Station:  Provided proper box and conduit  to cable tray.  Size as 
required. 

B. Patient Station:  Box and conduit to cable tray. 

C. Staff/Duty Station:  Box and conduit to cable tray. 

2.2 MISCELLANEOUS EQUIPMENT COMPONENT DESCRIPTIONS 

A. Emergency-Call Station:  Box and conduit to cable tray. 

B. Pull-Cord Call Station: Box and conduit to cable tray. 

C. Corridor Dome Lights and Zone Lights:  Box and conduit to cable tray. 
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D. Cable:  Box and conduit to cable tray. 

PART 3 - EXECUTION 

3.1 INSTALLATION 
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A. Wiring Method:  Conceal raceway wiring except in unfinished spaces. 

END OF SECTION 16725 


